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TO: Parking Enterprise

FROM: Robert L. Hernandez

DATE: June 28, 2019

SUBJECT: Kiowa Parking Garage Self-Evaluation

1. On July 25, 2017, Mr. Michael Killebrew, Title Il ADA/Section 504 Coordinator
performed a Title 1l - Americans with Disabilities Act (ADA), Self-Evaluation. This
evaluation was in accordance with 1991/2010 ADA Standards for Accessible Design. A re-
evaluation was conducted on June 6, 2019 with the assistance of Anna Kangas, Title Il
ADA/Section 504 Coordinator/Architect.

2. Priorities for accessibility are assigned in accordance with the ADA Checklist for
Existing Facilities. The checklist follows the four priorities listed in the Department of
Justice ADA Title Ill regulations. These priorities are equally applicable to state and local
government facilities:

Priority 1 - Accessible approach and entrance
Priority 2 - Access to goods and services
Priority 3 - Access to public toilet rooms

Priority 4 - Access to other items such as water fountains and public telephones

3. Corrective actions to findings were/will be submitted for corrective action through the
city maintenance work request system and Transition Plan. Note: Recommended
corrections in some cases where needed will be modified when appropriate. Corrections
are developed in consideration of the “Program Access” provisions of Title Il, where
applicable.

4. A copy of this report will be maintained in the Office of Accessibility.
City of Colorado Springs Title Il ADA/Section 504 — Manager

30 S. Nevada Ave, Suite 301

Colorado Springs, CO 80903

robert.hernandez@coloradosprings.gov

Atch 1. City of Colorado Springs, ADA Self-Evaluation Report

Sincerely,

%/ A LZ/J/}"&M*CE"?/

Robert Hernandez
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Accessible Routes
Lat: 38.8349250000, Long: -104.8220235000
Finding: 1

The surface of the pedestrian access route has vertical discontinuities greater than 1/2 inch or
between 1/4 inch and 1/2 inch that are not beveled.

Vertical surface discontinuities shall be 0.5 inch maximum. Vertical surface discontinuities between
0.25 inch and 0.5 inch shall be beveled with a slope not steeper than 50 percent. The bevel shall be
applied across the entire vertical surface discontinuity.

2011 PROWAG Section R302.7.2

Vertical surface discontinuities shall be 13 mm (0.5 in) maximum. Vertical surface discontinuities between
6.4 mm (0.25 in) and 13 mm (0.5 in) shall be beveled with a slope not steeper than 50 percent. The bevel
shall be applied across the entire vertical surface discontinuity.Advisory R302.7.2 Vertical Surface
Discontinuities. The allowance for vertical surface discontinuities is for occasional expansion joints and
objects such as utility covers, vault frames, and gratings that cannot be located in another portion of the
sidewalk outside the pedestrian access route. However, objects such as utility covers, vault frames, and
gratings should not be located on curb ramp runs, blended transitions, turning spaces, or gutter areas within
the pedestrian access route. This may not always be possible in alterations, but should be avoided wherever
possible. Vertical surface discontinuities between unit pavers should be minimized.

Citation: As Built;

2011 PROWAG Section: R302.7.2 The sidewalk near the
vehicle entrance to
the garage has a 5"
wide by 10" long by
1" deep gap.

Recommendation:
Remove and replace concrete as needed.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Finding #1 Continued

6.4 max
(T

L _____________________________________________________________________________________________________________________________________|
City of Colorado Springs https://coloradosprings.gov/ 4 of 68

(719) 385 - 5175 Powered by (& BlueDAG



Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Accessible Routes
Lat: 38.8349250000, Long: -104.8220235000
Finding: 2

The surface of the pedestrian access route has vertical discontinuities greater than 1/2 inch or
between 1/4 inch and 1/2 inch that are not beveled.

Vertical surface discontinuities shall be 0.5 inch maximum. Vertical surface discontinuities between
0.25 inch and 0.5 inch shall be beveled with a slope not steeper than 50 percent. The bevel shall be
applied across the entire vertical surface discontinuity.

2011 PROWAG Section R302.7.2

Vertical surface discontinuities shall be 13 mm (0.5 in) maximum. Vertical surface discontinuities between
6.4 mm (0.25 in) and 13 mm (0.5 in) shall be beveled with a slope not steeper than 50 percent. The bevel
shall be applied across the entire vertical surface discontinuity.Advisory R302.7.2 Vertical Surface
Discontinuities. The allowance for vertical surface discontinuities is for occasional expansion joints and
objects such as utility covers, vault frames, and gratings that cannot be located in another portion of the
sidewalk outside the pedestrian access route. However, objects such as utility covers, vault frames, and
gratings should not be located on curb ramp runs, blended transitions, turning spaces, or gutter areas within
the pedestrian access route. This may not always be possible in alterations, but should be avoided wherever
possible. Vertical surface discontinuities between unit pavers should be minimized.

Citation: As Built;

2011 PROWAG Section: R302.7.2 Near the parking
garage sign, there is a
6" by 18" by 1-1/4"
gap.

Recommendation:
Remove and replace concrete as needed.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Finding #2 Continued
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Accessible Routes
Lat: 38.8349250000, Long: -104.8220235000
Finding: 3

There is no International Symbol of Accessibility at the inaccessible entrance.

In existing buildings and facilities where not all entrances are accessible doors that are accessible
shall be identified by the International Symbol of Accessibility. Directional signs that indicate the
location of the nearest accessible entrance shall be provided at entrances that are notsaccessible.
Directional signs including the International Symbol of Accessibility indicating the accessible route
to the nearest accessible entrance shall be provided at junctions when the accessible route diverges
from the regular circulation path.

2010 ADAS Section 216.6

Where not all entrances comply with 404, entrances complying with 404 shall be identified by the
International Symbol of Accessibility complying with 703.7.2.1. Directional signs complying with 703.5 that
indicate the location of the nearest entrance complying with 404 shall be provided at entrances that do not
comply with 404.

Citation: As Built;

2010 ADAS Section: 216.6 The entrance that is
not accessible needs
directional signage to
the accessible
entrance.

Recommendation:
Install signage.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove
barriers to the greatest number of people to your goods and services)

Department:
Parking Systems Enterprise

City of Colorado Springs https://coloradosprings.gov/ 7 of 68
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Finding #3 Continued
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Finding #3 Additional Finding Photos
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Accessible Routes
Lat: 38.8349250000, Long: -104.8220235000
Finding: 4

This appears to be an old bollard base.

The surface of the pedestrian access route has vertical discontinuities greater than 1/2 inch or
between 1/4 inch and 1/2 inch that are not beveled.

Vertical surface discontinuities shall be 0.5 inch maximum. Vertical surface discontinuities between
0.25 inch and 0.5 inch shall be beveled with a slope not steeper than 50 percent. The bevel shall be
applied across the entire vertical surface discontinuity.

2011 PROWAG Section R302.7.2

Vertical surface discontinuities shall be 13 mm (0.5 in) maximum. Vertical surface discontinuities between
6.4 mm (0.25 in) and 13 mm (0.5 in) shall be beveled with a slope not steeper than 50 percent. The bevel
shall be applied across the entire vertical surface discontinuity.Advisory R302.7.2 Vertical Surface
Discontinuities. The allowance for vertical surface discontinuities is for occasional expansion joints and
objects such as utility covers, vault frames, and gratings that cannot be located in another portion of the
sidewalk outside the pedestrian access route. However, objects such as utility covers, vault frames, and
gratings should not be located on curb ramp runs, blended transitions, turning spaces, or gutter areas within
the pedestrian access route. This may not always be possible in alterations, but should be avoided wherever
possible. Vertical surface discontinuities between unit pavers should be minimized.

Citation: As Built:

2011 PROWAG Section: R302.7.2 There is an 8" square
metal plate with up to
1/2" vertical

displacement.

Recommendation:
Remove the plate and replace this area when the adjacent concrete pads with vertical displacement
are replaced.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise

City of Colorado Springs https://coloradosprings.gov/ 10 of 68
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Finding #4 Continued
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Accessible Routes
Lat: 38.8349250000, Long: -104.8220235000
Finding: 5

The sidewalk joints were remediated with caulk in the past.

The surface of the pedestrian access route has vertical discontinuities greater than 1/2 inch or
between 1/4 inch and 1/2 inch that are not beveled.

Vertical surface discontinuities shall be 0.5 inch maximum. Vertical surface discontinuities between
0.25 inch and 0.5 inch shall be beveled with a slope not steeper than 50 percent. The bevel shall be
applied across the entire vertical surface discontinuity.

2011 PROWAG Section R302.7.2

Vertical surface discontinuities shall be 13 mm (0.5 in) maximum. Vertical surface discontinuities between
6.4 mm (0.25 in) and 13 mm (0.5 in) shall be beveled with a slope not steeper than 50 percent. The bevel
shall be applied across the entire vertical surface discontinuity.Advisory R302.7.2 Vertical Surface
Discontinuities. The allowance for vertical surface discontinuities is for occasional expansion joints and
objects such as utility covers, vault frames, and gratings that cannot be located in another portion of the
sidewalk outside the pedestrian access route. However, objects such as utility covers, vault frames, and
gratings should not be located on curb ramp runs, blended transitions, turning spaces, or gutter areas within
the pedestrian access route. This may not always be possible in alterations, but should be avoided wherever
possible. Vertical surface discontinuities between unit pavers should be minimized.

Citation: As Built:

2011 PROWAG Section: R302.7.2 There is 1" vertical
displacement in the
sidewalk.

Recommendation:
Remove and replace concrete panels as needed.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise

City of Colorado Springs https://coloradosprings.gov/ 12 of 68
(719) 385 - 5175 Powered by (B BlueDAG



Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Finding #5 Continued
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Accessible Routes
Lat: 38.8349250000, Long: -104.8220235000
Finding: 6

The threshold is greater than 1/2 inch high.

The threshold at a doorway shall be no higher than 1/2 inch. Changes in level between 1/4 inch and
1/2 inch must be beveled at 1:2 or less. 1/4 inch is the maximum vertical rise.

2010 ADAS Section 404.2.5
Thresholds, if provided at doorways, shall be 1/2 inch (13 mm) high maximum. Raised thresholds and
changes in level at doorways shall comply with 302 and 303.

Citation: As Built:

2010 ADAS Section: 404.2.5 At the rear pedestrian
entrance from the
alley, there is 1-1/4"
displacement
between the asphalt
and concrete.

Recommendation:
Grind to less than 1/2" and/or install signage indicating this is not the accessible route.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise

Yamax
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Accessible Routes
Lat: 38.8349250000, Long: -104.8220235000
Finding: 7

The pedestrian access route is not wide enough because vehicles hang over the parking blocks. In
addition, the parking blocks are not permanently attached, allowing vehicles to overhand the
sidewalks and the parking blocks reduce the clear width of the access aisles.

The continuous clear width of pedestrian access routes shall be 3.0 ft minimum, exclusive of the
width of the curb.

2011 PROWAG Section R302.3
Except as provided in R302.3.1, (Medians and Pedestrian Refuge Islands) the continuous clear width of
pedestrian access routes shall be 1.2 m (4.0 ft) minimum, exclusive of the width of the curb.

Citation: As Built:

2011 PROWAG Section: R302.3 The route to the side
entry could be
blocked by vehicles
overhanging the
sidewalk.

Recommendation:
Anchor the parking blocks to maintain minimum 36" clear width - multiple blocks will have to be
installed.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise

Curb
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Finding #7 Additional Finding Photos
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Entrance
Lat: 38.8349250000, Long: -104.8220235000
Finding: 8

The accessible route of travel between the building and the public way on the site contains cross
slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).
When the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal
(5-percent slope), it must be constructed as ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20. The cross slope of walking surfaces
shall not be steeper than 1:48.

Citation: As Built:

2010 ADAS Section: 403.3 The sidewalk leading
into the garage has a
cross slope of 3.5%
the entire length of
the walkway.

Recommendation:
Remove and replace the sidewalk to provide maximum 2% cross slope.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Entrance
Lat: 38.8349250000, Long: -104.8220235000
Finding: 9

The curb ramp on the accessible route contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).

2010 ADAS Section 405.3
Cross slope of ramp runs shall not be steeper than 1:48.

Citation: As Built:

2010 ADAS Section: 405.3 The cross slope of the
curb ramp is 3.7%.

Recommendation:
Remove and replace the curb ramp.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Finding #9 Additional Finding Photos
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Entrance

Lat: 38.8349250000, Long: -104.8220235000

Finding: 10

The curb ramp has a 3.7% cross slope to connect to the sidewalk and it lacks a level landing. The
running slope is 5.5-6.5%.

The curb ramp on the accessible route contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).

2010 ADAS Section 405.3
Cross slope of ramp runs shall not be steeper than 1:48.

Citation: As Built:

2010 ADAS Section: 405.3 There is not a level
landing at the door to
the office or from the
approach up the
ramp.

Recommendation:
Remove and replace the curb ramp to provide a level landing at the door.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Entrance
Lat: 38.8349250000, Long: -104.8220235000

Finding: 11

There is no International Symbol of Accessibility at this entrance.

In existing buildings and facilities where not all entrances are accessible doors that are accessible
shall be identified by the International Symbol of Accessibility. Directional signs that indicate the
location of the nearest accessible entrance shall be provided at entrances that are not accessible.
Directional signs including the International Symbol of Accessibility indicating the accessible route
to the nearest accessible entrance shall be provided at junctions when the accessible route diverges
from the regular circulation path.

2010 ADAS Section 216.6

Where not all entrances comply with 404, entrances complying with 404 shall be identified by the
International Symbol of Accessibility complying with 703.7.2.1. Directional signs complying with 703.5 that
indicate the location of the nearest entrance complying with 404 shall be provided at entrances that do not
comply with 404.

Citation: As Built;

2010 ADAS Section: 216.6 There is not
tactile/Braille signage
at the employee-only
office.

Recommendation:
Provide a tactile/Braille sign.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove
barriers to the greatest number of people to your goods and services)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Finding #11 Continued
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Entrance
Lat: 38.8349250000, Long: -104.8220235000

Finding: 12

The accessible route of travel on the walk or sidewalk contains cross slopes greater than 2%. The
panels are about 15" wide.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20. The cross slope of walking surfaces
shall not be steeper than 1:48.

Citation: As Built:

2010 ADAS Section: 403.3 The sidewalk at the
entrance on Kiowa
has at least 6 panels
of concrete with cross
slopes ranging from
2.6% to 3.2%.

Recommendation:
Remove and replace sidewalk to provide maximum 2% cross slope.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Exterior - Entrance
Lat: 38.8349250000, Long: -104.8220235000

Finding: 13

The accessible route of travel on the walk or sidewalk contains cross slopes greater than 2%. There
are at least 6 panels needing replaced that are about 15" wide.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20. The cross slope of walking surfaces
shall not be steeper than 1:48.

Citation: As Built:

2010 ADAS Section: 403.3 Where the buses exit
the terminal onto
Kiowa, the cross
slope of the sidewalk
ranges from 4.8% to
5%.

Recommendation:
Remove and replace the sidewalk to provide maximum 2% cross slope.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 14

The vehicle route to the accessible parking contains vertical clearances less than 98 inches. There
appears to be adequate space to provide an additional 14" of height. 98" vertical clearance is
required for vans with automated internal ramps.

A minimum vertical clearance of 98 inches must be provided at accessible parking spaces and along
at least one vehicle access route to such spaces from site entrances and exits.

2010 ADAS Section 502.5
Parking spaces for vans and access aisles and vehicular routes serving them shall provide a vertical
clearance of 98 inches (2490 mm) minimum.

Citation: As Built:

2010 ADAS Section: 502.5 The clearance bar at
the entry is mounted
at 7'-0".

Recommendation:

Explore raising the clearance bar and revising the stated dimension to provide minimum 98" clear
height.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise

98" min.

Van Parking Space Vertical Clearance

Finding 185090 Main Photo

________________________________________________________________________________________________________________________________________________________________________|
City of Colorado Springs https://coloradosprings.gov/ 25 of 68

(719) 385 - 5175 Powered by (B BlueDAG



Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Flndlng #14 Additional Flndlng Photos
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 15

The access aisle is not a minimum 5 feet wide. The adjacent parking space is 8'-1" wide.

A car accessible parking stall's access aisle must be a minimum of 5 feet wide measured from
centerline to centerline.

Where the access aisle is not adjacent to another parking space or access aisle, measurements shall
be permitted to include the full width of the line defining the access aisle.

2010 ADAS Section 502.3.1
Access aisles serving car and van parking spaces shall be 60 inches (1525 mm) wide minimum.

Citation: As Built:

2010 ADAS Section: 502.3.1 The access aisle is
4'-3" wide.

Recommendation:

Restripe the parking as needed to provide a 5'-0" access aisle and 8'-0" parking space.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 16

The parking sign is mounted too low.

Parking space identification signs shall include the International Symbol of Accessibility. Signs
identifying van parking spaces shall contain the designation "van accessible." Signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
mounted at 44" to the
bottom edge.

Recommendation:
Increase the height of the sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Kiowa Parking Garage (Enterprise) - 127 E Kiowa St Colorado Springs, CO 80903

Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 17

The accessible parking stall is not wide enough.
Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the
markings. Where the parking space is not adjacent to another parking space or access aisle, the
measurement shall be permitted to include the full width of the line defining the parking space.

Alternatively, the stall can be 11 feet wide minimum and the access aisle may be 5 feet wide.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built;

2010 ADAS Section: 502.2 The accessible
parking stall is 7'-10"
wide.

Recommendation:
Restripe parking spaces as needed to provide an 8'-0" parking space.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 18

The access aisle is not located on an accessible route of travel to the accessible building entrance
due to parking block protruding 22" into the aisle.

Accessible parking spaces serving a particular building shall be located on the shortest accessible
route of travel from adjacent parking to an accessible entrance. In buildings with multiple accessible
entrances with adjacent parking, accessible parking spaces shall be dispersed and located closest to
the accessible entrances.

2010 ADAS Section 208.3.1

Parking spaces complying with 502 that serve a particular building or facility shall be located on the shortest
accessible route from parking to an entrance complying with 206.4. Where parking serves more than one
accessible entrance, parking spaces complying with 502 shall be dispersed and located on the shortest
accessible route to the accessible entrances. In parking facilities that do not serve a particular building or
facility, parking spaces complying with 502 shall be located on the shortest accessible route to an accessible
pedestrian entrance of the parking facility.

2010 ADAS Section 502.3
Access aisles serving parking spaces shall comply with 502.3. Access aisles shall adjoin an accessible
route. Two parking spaces shall be permitted to share a common access aisle.

Citation: As Built:

2010 ADAS Section: 208.3.1, 502.3 The accessible stall is
striped correctly, but
a parking block
protrudes 22" into the
required width.

Recommendation:
Move the parking block out of access aisle.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 19

The required parking signage is missing.

Parking space identification signs shall include the International Symbol of Accessibility (ISA). Signs
identifying van parking spaces shall contain the designation "van accessible." All signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:
2010 ADAS Section: 502.6 The accessible
parking sign is
missing.
Recommendation:

Add a post-mounted accessible parking sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 20

The parking sign is mounted too low.

Parking space identification signs shall include the International Symbol of Accessibility. Signs
identifying van parking spaces shall contain the designation "van accessible." Signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
mounted at 45" to the
bottom edge.

Recommendation:
Increase the height of the sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 21

The accessible parking stall is not wide enough.
Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the
markings. Where the parking space is not adjacent to another parking space or access aisle, the
measurement shall be permitted to include the full width of the line defining the parking space.

Alternatively, the stall can be 11 feet wide minimum and the access aisle may be 5 feet wide.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built;

2010 ADAS Section: 502.2 The accessible
parking stall is 7'-11"
wide.

Recommendation:
Restripe the parking as needed to provide 8'-0" accessible parking stalls.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 22

The required parking signage is missing.

Parking space identification signs shall include the International Symbol of Accessibility (ISA). Signs
identifying van parking spaces shall contain the designation "van accessible." All signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
missing.

Recommendation:

Install a post-mounted accessible parking sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor

Lat: 38.8349250000, Long: -104.8220235000

Finding: 23

The accessible parking stall is more than wide enough. The size of this space can be reduced to
provide additional width in other spaces.

Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the

markings. Where the parking space is not adjacent to another parking space or access aisle, the
measurement shall be permitted to include the full width of the line defining the parking space.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built:
2010 ADAS Section: 502.2 This parking space is
8'-5" wide.

Recommendation:
Restripe the accessible parking as needed to provide 8'-0" wide parking stalls.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 24

The parking sign is mounted too low.

Parking space identification signs shall include the International Symbol of Accessibility. Signs
identifying van parking spaces shall contain the designation "van accessible." Signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
mounted at 47" to the
bottom.

Recommendation:
Increase the height of the signage.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove
barriers to the greatest number of people to your goods and services)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 25

The access aisle is not a minimum 5 feet wide.

A car accessible parking stall's access aisle must be a minimum of 5 feet wide measured from
centerline to centerline.

Where the access aisle is not adjacent to another parking space or access aisle, measurements shall
be permitted to include the full width of the line defining the access aisle.

2010 ADAS Section 502.3.1
Access aisles serving car and van parking spaces shall be 60 inches (1525 mm) wide minimum.

Citation: As Built:

2010 ADAS Section: 502.3.1 The access aisle is
only 4'-9" wide.

Recommendation:

Restripe the accessible parking as needed to provide 8'-0" wide parking stalls and 5'-0" wide access
aisles.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 26

The accessible parking stall is not wide enough.
Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the
markings. Where the parking space is not adjacent to another parking space or access aisle, the
measurement shall be permitted to include the full width of the line defining the parking space.

Alternatively, the stall can be 11 feet wide minimum and the access aisle may be 5 feet wide.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built;

2010 ADAS Section: 502.2 The accessible
parking space is
7'-10" wide.

Recommendation:
Restripe the accessible parking spaces as needed to provide 8'-0" wide parking stalls.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 27

The required parking signage is missing.

Parking space identification signs shall include the International Symbol of Accessibility (ISA). Signs
identifying van parking spaces shall contain the designation "van accessible." All signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
missing.

Recommendation:

Install a post-mounted accessible parking sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor

Lat: 38.8349250000, Long: -104.8220235000

Finding: 28

The accessible parking stall is more than wide enough. The width can be reduced to provide
adequate width at other parking spaces.

Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the

markings. Where the parking space is not adjacent to another parking space or access aisle, the
measurement shall be permitted to include the full width of the line defining the parking space.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built:

2010 ADAS Section: 502.2 The accessible
parking stall is 8'-2"
wide.

Recommendation:
Restripe the parking to provide 8'-0" wide accessible parking stalls.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 29

The required parking signage is missing.

Parking space identification signs shall include the International Symbol of Accessibility (ISA). Signs
identifying van parking spaces shall contain the designation "van accessible." All signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
missing.

Recommendation:

Install an accessible parking sign.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove
barriers to the greatest number of people to your goods and services)

Department:
Parking Systems Enterprise
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Parking - 1st floor
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Finding: 30

The accessible parking stall is not wide enough.
Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the
markings. Where the parking space is not adjacent to another parking space or access aisle, the
measurement shall be permitted to include the full width of the line defining the parking space.

Alternatively, the stall can be 11 feet wide minimum and the access aisle may be 5 feet wide.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built;

2010 ADAS Section: 502.2 The accessible
parking stall is 7'-11"
wide.

Recommendation:
Restripe the accessible parking stalls as needed to provide 8'-0" wide parking stall.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 31

The access aisle is not located on an accessible route of travel to the accessible building entrance.

Accessible parking spaces serving a particular building shall be located on the shortest accessible
route of travel from adjacent parking to an accessible entrance. In buildings with multiple accessible
entrances with adjacent parking, accessible parking spaces shall be dispersed and located closest to
the accessible entrances.

2010 ADAS Section 208.3.1

Parking spaces complying with 502 that serve a particular building or facility shall be located on the shortest
accessible route from parking to an entrance complying with 206.4. Where parking serves more than one
accessible entrance, parking spaces complying with 502 shall be dispersed and located on the shortest
accessible route to the accessible entrances. In parking facilities that do not serve a particular building or
facility, parking spaces complying with 502 shall be located on the shortest accessible route to an accessible
pedestrian entrance of the parking facility.

2010 ADAS Section 502.3
Access aisles serving parking spaces shall comply with 502.3. Access aisles shall adjoin an accessible
route. Two parking spaces shall be permitted to share a common access aisle.

Citation: As Built:

2010 ADAS Section: 208.3.1, 502.3 The access aisle is
blocked by a parking
block.

Recommendation:
Move the parking block.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 32

The parking sign is mounted too low.

Parking space identification signs shall include the International Symbol of Accessibility. Signs
identifying van parking spaces shall contain the designation "van accessible." Signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
mounted at 45" to the
bottom edge.

Recommendation:
Increase the height of the sign.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove
barriers to the greatest number of people to your goods and services)

Department:
Parking Systems Enterprise
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Finding: 33

The accessible parking stall is more than wide enough. The width of this parking space can be
reduced to add width to another parking space.

Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the
markings. Where the parking space is not adjacent to another parking space or access aisle, the

measurement shall be permitted to include the full width of the line defining the parking space.

Alternatively, the stall can be 11 feet wide minimum and the access aisle may be 5 feet wide.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built:

2010 ADAS Section: 502.2 The accessible
parking space is 8'-1"
wide.

Recommendation:
Restripe the accessible parking stalls to 8'-0" wide.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 34

The required parking signage is missing.

Parking space identification signs shall include the International Symbol of Accessibility (ISA). Signs
identifying van parking spaces shall contain the designation "van accessible." All signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
missing.

Recommendation:

Install an accessible parking sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
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Finding: 35

The accessible parking stall is not wide enough.
Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the
markings. Where the parking space is not adjacent to another parking space or access aisle, the
measurement shall be permitted to include the full width of the line defining the parking space.

Alternatively, the stall can be 11 feet wide minimum and the access aisle may be 5 feet wide.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built;

2010 ADAS Section: 502.2 The accessible
parking stall is 7'-11"
wide.

Recommendation:
Restripe the parking as required to provide 8'-0" wide accessible parking stalls.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 36

The access aisle is not a minimum 5 feet wide.

A car accessible parking stall's access aisle must be a minimum of 5 feet wide measured from
centerline to centerline.

Where the access aisle is not adjacent to another parking space or access aisle, measurements shall
be permitted to include the full width of the line defining the access aisle.

2010 ADAS Section 502.3.1
Access aisles serving car and van parking spaces shall be 60 inches (1525 mm) wide minimum.

Citation: As Built:

2010 ADAS Section: 502.3.1 The access aisle is
4'-11" wide.

Recommendation:

Restripe the accessible parking to provide a 5'-0" access aisle.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
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Finding: 37

Signs shall be located at the head of the space with the bottom of the sign(s) between five feet (5"
and seven feet (7') above the finish floor or ground surface.

2018 COS Section 7.4.205 (C)(3)

Accessible parking spaces shall be permitted to be located in different parking facilities if substantially
equivalent or greater accessibility is provided in terms of distance from an accessible entrance or entrances,
parking fee and user convenience.

2018 COS Section 7.4.205 (F)

Signs: Except as otherwise provided in this subsection, each accessible parking space shall be designated
as reserved by a sign showing the International Symbol of Accessibility or other generally accepted symbol
of accessibility such as the dynamic accessibility icon developed by The Accessible Icon Project. Van
accessible spaces shall have an additional sign containing the designation, "van accessible", mounted below
the symbol of accessibility. Each accessible parking space sign shall be no smaller than eighteen inches
(18" tall by twelve inches (12") wide. Each van accessible sign shall be no smaller than six inches (6") tall by
twelve inches (12") wide. Signs shall be located at the head of the space with the bottom of the sign(s)
between five feet (5') and seven feet (7') above the finish floor or ground surface. Access aisles should post
"Wheelchair Access Aisle Absolutely No Parking" signs which block neither the access aisle nor any related
accessible route. The signs may either be wall mounted or freestanding. These sign requirements shall not
apply where four (4) or fewer parking spaces are provided on a site. (Ord. 94-107; Ord. 01-42; Ord. 02-110;
Ord. 12-76; Ord. 17-8)

Citation: As Built:

2018 COS Section: 7.4.205 (C)(3), 7.4.205 (F) The accessible
parking sign is
mounted over the
access aisle.

Recommendation:
Relocate the sign so it is centered on the parking space.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove
barriers to the greatest number of people to your goods and services)

Department:
Parking Systems Enterprise
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Parking - 1st floor

Lat: 38.8349250000, Long: -104.8220235000

Finding: 38

The accessible parking stall is more than wide enough. The width can be reduced to provide
adequate width to another space.

Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the
markings. Where the parking space is not adjacent to another parking space or access aisle, the

measurement shall be permitted to include the full width of the line defining the parking space.

Alternatively, the stall can be 11 feet wide minimum and the access aisle may be 5 feet wide.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built:

2010 ADAS Section: 502.2 The accessible
parking space is 8'-3"
wide.

Recommendation:

Restripe the parking to provide 8'-0" wide parking stalls.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 39

The access aisle is not a minimum 8 feet to the centerline of the stripe.

The accessible parking stall access aisle must be a minimum of 8 feet wide measured from centerline
to centerline.

Where parking spaces or access aisles are not adjacent to another parking space or access aisle,
measurements shall be permitted to include the full width of the line defining the parking space or
access aisle.

Alternatively, the stall can be 11 feet wide and the access aisle may be 5 feet wide.

2010 ADAS Section 502.2 Exception
Van parking spaces shall be permitted to be 96 inches (2440 mm) wide minimum where the access aisle is
96 inches (2440 mm) wide minimum.

Citation: As Built:

2010 ADAS Section: 502.2 Exception The van accessible
access aisle is 7'-11"
wide.

Recommendation:
Restripe the parking to provide an 8'-0" access aisle for the van accessible space.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 40

The access aisle is not located on an accessible route of travel to the accessible building entrance.

Accessible parking spaces serving a particular building shall be located on the shortest accessible
route of travel from adjacent parking to an accessible entrance. In buildings with multiple accessible
entrances with adjacent parking, accessible parking spaces shall be dispersed and located closest to
the accessible entrances.

2010 ADAS Section 208.3.1

Parking spaces complying with 502 that serve a particular building or facility shall be located on the shortest
accessible route from parking to an entrance complying with 206.4. Where parking serves more than one
accessible entrance, parking spaces complying with 502 shall be dispersed and located on the shortest
accessible route to the accessible entrances. In parking facilities that do not serve a particular building or
facility, parking spaces complying with 502 shall be located on the shortest accessible route to an accessible
pedestrian entrance of the parking facility.

2010 ADAS Section 502.3
Access aisles serving parking spaces shall comply with 502.3. Access aisles shall adjoin an accessible
route. Two parking spaces shall be permitted to share a common access aisle.

Citation: As Built:

2010 ADAS Section: 208.3.1, 502.3 The access aisle is
blocked by a parking
block.

Recommendation:
Relocate parking block out of access aisle.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 41

The required parking signage is missing, as well as the signage indicating this space as van
accessible.

Parking space identification signs shall include the International Symbol of Accessibility (ISA). Signs
identifying van parking spaces shall contain the designation "van accessible." All signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
missing.

Recommendation:
Install an accessible parking sign, including sighage indicating it as van accessible.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor

Lat: 38.8349250000, Long: -104.8220235000

Finding: 42

The accessible parking stall is more than wide enough. The width of this space can be reduced to
provide additional width for another space.

Each parking space must be at least 8' feet wide and shall be marked to define the width.

The measurements of parking spaces and access aisles shall be made from the centerline of the
markings. Where the parking space is not adjacent to another parking space or access aisle, the

measurement shall be permitted to include the full width of the line defining the parking space.

Alternatively, the stall can be 11 feet wide minimum and the access aisle may be 5 feet wide.

2010 ADAS Section 502.2
Car parking spaces shall be 96 inches (2440 mm) wide minimum and van parking spaces shall be 132
inches (3350 mm) wide minimum, shall be marked to define the width, and shall have an adjacent access
aisle complying with 502.3.

Citation: As Built:

2010 ADAS Section: 502.2 The accessible
parking space is 8'-1"
wide.

Recommendation:
Restripe the accessible parking as needed to provide an 8'-0" wide parking stall.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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Parking - 1st floor
Lat: 38.8349250000, Long: -104.8220235000

Finding: 43

The van stall is missing a sign identifying it as a van accessible stall.

Parking space identification signs shall include the International Symbol of Accessibility. Signs
identifying van parking spaces shall contain the designation "van accessible."

2010 ADAS Section 502.6

Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1. Signs identifying van parking spaces shall contain the designation "van accessible." Signs shall
be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the
sign.

Citation: As Built:

2010 ADAS Section: 502.6 The accessible
parking signage is
missing, including the
van accessible sign.

Recommendation:
Install an accessible parking sign, including a sign indicating it is van accessible.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parking Systems Enterprise
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